American Electric Power

AMER'CAN 1 Riverside Plaza
E'.ECTR'C Columbus, OH 43215
POWER aep.com

December 20, 2022

Gary Kohlhepp

Environmental Manager

Department of Environment, Great Lakes, and Energy
Constitution Hall

P.O. Box 30458

Lansing, Ml 48909

SUBJECT: Constantine Hydroelectric Project (FERC No. 10661)
2022 Water Quality Study Report

Dear Mr. Kohlhepp:

Indiana Michigan Power Company (I&M or Applicant), a unit of American Electric Power (AEP),
is the Licensee, owner, and operator of the 1.2-megawatt Constantine Hydroelectric Project
(FERC No. 10661) (Project or Constantine Project), located on the St. Joseph River in the Village
of Constantine in St. Joseph County, Michigan.

The existing license for the Project was issued by the Federal Energy Regulatory Commission
(FERC or Commission) for a 30-year term on October 20, 1993 and expires September 30, 2023.
I&M is pursuing a subsequent license for the Project pursuant to the Commission’s Integrated
Licensing Process (ILP), as described at 18 Code of Federal Regulations (CFR) Part 5. In
accordance with the applicable regulations at 18 CFR § 5.17(a), the final application for a
subsequent license (Final License Application or FLA) was filed with the Commission on
September 30, 2021.

On September 30, 2022, FERC issued a Notice of Application Ready for Environmental Analysis
(REA). 18 CFR § 5.23(b), requires 1&M to file either a copy of water quality certification (WQC), a
copy of the request for certification, or evidence of waiver of WQC within 60 days of the REA. On
October 19, 2022, I&M and the Michigan Department of Environment, Great Lakes, and Energy
(EGLE) held a teleconference to discuss the 401 WQC application and process. 1&M submitted
an application to EGLE requesting WQC under Section 401 of the Clean Water Act on November
30, 2022. 1&M noted in the transmittal letter to EGLE that the Water Quality Study report was still
under development. I&M is hereby submitting the final 2022 Water Quality Study report. The
report is also being filed with FERC.

If there are any questions regarding this submittal or other aspects of Project relicensing, please
do not hesitate to contact the undersigned by phone at (614) 716-2240 or by email at
immagalski@aep.com.
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Sincerely,

Jonathan M. Magalski
Environmental Manager, Renewables
American Electric Power Service Corporation

Cc: Secretary Kimberly D. Bose (FERC)
Rob Quiggle (HDR)
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1 Introduction

Cardno now Stantec (Cardno) was contracted by HDR Engineering Inc. (HDR) to complete water quality
monitoring associated with the Constantine Hydroelectric Reservoir (Constantine Hydro) within the St.
Joseph River, St. Joseph County, Michigan. HDR is the prime contractor to American Electric Power
(AEP) who owns and operates the Constantine Hydro facilities and regulated under State and Federal
authorities. Specifically, Constantine Hydro is regulated under Federal Energy Regulatory Commission
(FERC) Number 10661. Water quality monitoring completed in 2022 investigated temperature and
dissolved oxygen (DO) at discrete locations within the reservoir, upstream of the reservoir and
downstream of the reservoir. The goal of the 2022 monitoring was to assess temperature and DO
conditions as they relate to incoming, impounded, and downstream water quality conditions. The
measured conditions are analyzed in relation to established water quality standards for the St. Joseph
River. To document current water quality conditions, continuous and discrete monitoring was completed
by Cardno staff from May 5 - November 1, 2022. This report describes the methods used for water
temperature and DO measurements, results of the monitoring and a discussion of measured conditions in
relation to water quality standards for the St. Joseph River. Figure 1-1 provides a general location map of
the Constantine Hydro project area. Table 1-1 displays the water quality standards for the St. Joseph
River.
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Figure 1-1. Constantine Hydro project location map, St. Joseph River, St. Joseph County,
Michigan.
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Table 1-1. Water standards for the St. Joseph River, Michigan.

Parameter Standard
The pH shall be maintained within the range of 6.5 to 9.0 S.U. in all surface waters of
pH the state, except for those waters where the background pH lies outside the range of
6.5109.0 S.U.
Dissolved Oxygen A minimum of 5 milligrams per liter (mg/L) of dissolved oxygen shall be maintained.

Rivers, streams, and impoundments naturally capable of supporting warmwater fish
shall not receive a heat load which would warm the receiving water at the edge of the
mixing zone more than 5 degrees Fahrenheit (°F) above the existing natural water
temperature.

Rivers, streams, and impoundments naturally capable of supporting warmwater fish
shall not receive a heat load which would warm the receiving water at the edge of the
mixing zone to temperatures greater than the following monthly temperatures:

January 50 °F
February 50 °F
March 55 °F
Water Temperature April 65 °F
May 75 °F
June 85 °F
July 85 °F
August 85 °F
September 85 °F
October 70 °F
November 60 °F
December 56 °F
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2 Assessment Methodology

2022 water quality methods and locations were partially developed from potential issues observed during
the previous continuous monitoring effort in 2019. Techniques or adjustments applied to the 2022
monitoring included: installing sondes within the central portion of channels to reduce impacts from low
water levels, completing data download/maintenance visits approximately biweekly during monitoring
period and setting data loggers to record measurements at 15-minute intervals vs 1-hour intervals.

2.1 Continuous Temperature and Dissolved Oxygen Monitoring

Continuous temperature and DO monitoring sondes were installed by HDR and Cardno staff at seven
locations associated with the Constantine Hydro project area on May 5, 2022. Data sondes used were
calibrated Onset® HOBO U26 DO/temperature loggers and were set to record DO and water temperature
at 15-minute intervals from May 5 through November 1, 2022. Two sondes were installed at each of the
monitoring locations to provide a primary and secondary device. At each location, sondes were
suspended in the middle portion of the water column on a steel cable attached to various stationary
objects (bridge piling, buoys, overhanging tree, etc.). Regular maintenance and data download visits were
completed during the monitoring period. Maintenance visits were completed during nine events and
occurred on May 20", June 6™ and 24", July 15™, August 5" and 23, September 9%, October 14t and
November 1st. During maintenance/data download visits each sonde was brought to the surface, data
downloaded, antifouling caps cleaned, and mounting hardware (cables, etc.) inspected for wear and
replaced as necessary. A couple of the steel wires needed to be replaced during the sampling period due
to corrosion of the cables. As discussed in more detail in Section 3, a couple of HOBO loggers
experienced measurement issues in the final seven weeks of the monitoring period. Loggers CON-DSR
1A and CON-BYRU 2B went defective on 9/10/2022 until 11/1/2022, CON-IMP 2B had sporadic
measurement issues from 10/4/2022 until 11/1/2022 and CON-DSR 2B had measurement issues from
10/24/2022 until 11/1/2022. A description of each monitoring location is provided in Table 2-1. Figures 2-1
and 2-2 show the location of the seven continuous monitoring sites.

Table 2-1. Constantine Hydro 2022 continuous temperature and DO monitoring location
descriptions.

Site ID Description Latitude | Longitude
CON-PC Upstream extent of Power Canal, suspended from Dam 41847218 | -85.66926
walkway
CON-DSR Downstream extent of Conste}ntlne Reservoir, suspended 41847517 | -85.66838
from AEP buoy at center portion of channel
CON-IMP Upstream from Const.antine. Reservoir, suspended from 41909444 | -85.63931
Constantine Road Bridge pilling
CON-BYRU Wlthm Bypass Reach suspended from AEI_:’ buoy in middle 41846458 | -85.66845
portion of channel, upstream from Fawn River confluence
CON-FRU Within Fawn Rlver.channel, upstream from St. Joseph River 41845767 | -85.66701
confluence approximately 200 ft.
) Within Bypass Reach, downstream from Fawn River )
CON-BHRE confluence approximately 450 ft. LT ST
CON-PT In tailrace from Powerhouse, suspended from AEP buoy 41.84344 | -85.66932
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Figure 2-1. Constantine Hydro continuous temperature and dissolved oxygen monitoring site
locations downstream and immediately upstream of dam, St. Joseph River, St.
Joseph County, Michigan

December 7, 2022 Cardno, now Stantec Assessment Methodology 2-2



Constantine Hydro: 2022 Water Quality Monitoring Report
St. Joseph River FERC No. 10661 St. Joseph County, Michigan

Figure 2-2. Constantine Hydro, Constantine Road Bridge continuous temperature and dissolved
oxygen monitoring location, St. Joseph River, St. Joseph County, Michigan.

2.2 Discrete Water Quality Measurements

Discrete water quality measurements were taken during each of the maintenance/data download visits at
the continuous monitoring sites. Parameters measured included pH, specific conductance, water
temperature and dissolved oxygen (mg/L and percent saturation). pH and specific conductance were
measured with a Hanna Instruments HI98129 probe and temperature and DO were measured with a
Hach HQ40d LDO101 probe. Sampling instruments were calibrated on the day of each sampling event.
pH and specific conductance were grab samples collected with a plastic sample bottle at one foot below
the water surface. Temperature and DO were sampled at approximately the same location within the
water column as the continuous monitoring sondes.
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3 Results of Findings

3.1 Continuous Temperature and Dissolved Oxygen Monitoring

Continuous water temperature and DO monitoring sondes were installed at seven locations within the
Constantine Hydro project area from May 5 through November 1, 2022. At each of the locations, the
installed sondes were effective at measuring the temperature and DO throughout the monitoring period.
The use of primary and secondary sondes was important for continued measurements due to the failure
of four sondes towards the end of the monitoring period. Specifically, sondes CON-DSR 1A and CON-
BYRU 2B went defective from 9/10/22 through 11/1/2022, CON-IMP 2B had sporadic measurement
errors from 10/4/22 through 11/1/2022 and CON-DSR 2B is suggested to have incorrect DO
measurements from 10/24/22 through 11/1/2022. The secondary sondes at CON-IMP and CON-BYRU
remained operational so an assessment of temperature and DO was still captured during the timeframes.
CON-DSR is suggested to not have accurate DO measurements from 10/24/2022 through 11/1/2022;
however, the temperature measurements are correct. Instances of isolated measurement errors were
observed at some other sampling sites, but these issues were short term and sonde functions went back
to normal. Overall, at any given site, at least one sonde was functioning properly during the entire study
period. The exception to this is CON-DSR from 10/24/2022 through 11/1/2022. The issues observed with
sonde operations were likely due to the failure of batteries or sensors, and organic matter build-up on the
antifouling caps between maintenance visits. Temperature/DO time series graphs for each of the installed
sondes is available in Appendix A and the raw data from each sonde is available in Appendix B.

Appendix A provides a line graph of measured temperature and DO readings collected from each of the
14 sondes installed. The graphs in Appendix A allow for visual assessment of diurnal variation of
temperature and DO throughout the monitoring period. As can be seen within the graphs for all sites,
diurnal variation in temperature and DO occurred at some level throughout the monitoring period.
Commonly temperature and DO were directly related, such that when temperature increased, DO
increased; however, at times, an inverse relationship between temperature and DO was observed. In
general, temperature and DO would peak during the evening/early night hours (7 pm-1 am) and then
decrease after that time until late morning (approximately 9 am-11 am). Daily, temperature and DO did
not typically vary more than 3 °F or mg/L, respectively. The time series graphs within Appendix A are
developed for each period between maintenance visits. For example, one time series shows temperature
and DO readings from June 6 through June 24, 2022.

Appendix B provides tables of all measurements taken from each of the 14 sondes used during the study.
This is a comprehensive data set which can be referenced for additional analysis, as necessary.
Appendix B is organized to show both primary and secondary logger data on the same page to allow for a
comparison of measurements between sondes. As shown in Appendix B, primary and secondary loggers
have some deviation between recorded measurements at a given time, most commonly with regards to
measured DO concentrations. In some instances, DO measurements varied greater than 1 mg/L between
primary and secondary loggers, but typically recorded measurements were within 0.5 mg/L between
loggers. Temperature measurements were very similar between primary and secondary loggers and in
general were matching between loggers. To assist with analysis in Appendix B, all DO measurements
below the 5 mg/L water quality standard are highlighted in yellow and any measurements which were
errors are highlighted in red. Temperature measurements never exceeded maximum water quality
standards, so temperature data was not highlighted for this reason.

Table 3-1 provides a summary of the continuous temperature and DO monitoring data for primary and
secondary sondes at each monitoring site. Data provided in Table 3-1 includes DO low and high values
with date of occurrence, percent of DO measurements below the 5 mg/L water quality standard, high
temperature with date of occurrence and average temperature/DO from study duration. When determining
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study averages or low and high measurements, data values listed as errors were not included in the
analysis.

Table 3-1. Summary of 2022 continuous temperature and DO monitoring data for primary and
secondary sondes at each sampling site.

Dissolved Oxygen Temperature

Sonde ID Low High Measurements <5mg/L |Study Average Study Average
(mg/L) Date (mglL) Date (% of total) (mg/L) High (°F) | Date (°F)
CONMP 1A 4.85 9/19/2022 12.59 5/7/2022 0.02% 8.33 83 6/16/2022 69.5
2B 5.93 6/16/2022 12.66 5/7/2022 0.00% 8.16 83 6/16/2022 7.7
CON-DSR 1A 0.35 8/4/2022 12.01 5/8/2022 1.30% 7.77 82 6/16/2022 72.6
2B 0.00 9/14/2022 12.18 5/8/2022 2.5%* 7.71 82 6/16/2022 69.9
CON-PC 1A 1.82 7/6/2022 12.05 5/8/2022 2.70% 7.99 82 6/16/2022 69.9
2B 0.92 717/2022 12.27 5/8/2022 5.40% 7.90 82 6/16/2022 70.0
CON-BYRU 1A 0.00 8/7/2022 12.13 9/10/2022 17.30% 7.03 82 6/16/2022 68.2
2B 0.00 8/20/2022 11.42 5/5/2022 13.40% 717 82 6/16/2022 731
CON-FRU 1A 5.60 A 7/7/12022 124 10/20/2022 0.00% 8.21 85 6/15/2022 69.5
2B 5.52 6/15/2022 12.16 10/20/2022 0.00% 8.07 85 6/15/2022 69.4
CON-BYRD 1A 4.6 71712022 12.49 10/20/2022 0.17% 8.26 85 6/16/2022 69.3
2B 5.57 71712022 12.18 10/20/2022 0.00% 8.05 85 6/16/2022 69.3
CON-PT 1A 1.83 7/26/2022 12.07 5/8/2022 2.40% 8.19 82 6/16/2022 70.0
2B 1.88 8/4/2022 11.82 5/8/2022 1.10% 8.14 82 6/16/2022 70.0

*Suggest DO measurements from 10/24-11/1/2022 from CON-DSR 2B were incorrect as all readings were <5 mg/L and do not align with discrete and nearby
continuous sites; therefore, DO measurements from 10/24-11/1/2022 were removed from data analysis. Temperature measurements were correct from 10/24-
11/1/2022 and included with data analysis.

"Suggest sonde CON-FRU 1A had incorrect DO measurements 10/12-14/2022. Evident because sonde CON-FRU 2B had DO readings during same time period
from 9-11 mg/L. The low DO concentration observed at CON-FRU 1A during 10/12-14/2022 were not used in data analysis.

3.1.1 Temperature Analysis

Monthly maximum water quality standards for temperature were not exceeded at any site during the
study. As shown in Table 3-1, water temperatures did reach the 85 °F maximum at sites CON-FRU and
CON-BYRD but did not exceed the standard. The maximum temperature recorded between sites was
similar with a range of 82-85 °F. The date which maximum temperatures were recorded at each site was
also consistent and occurred on June 16, 2022. As shown in Appendix A graphs, diurnal variations in
temperature were observed at all sites. Generally, temperature did not fluctuate more than 3 °F within a
day. The average temperature calculated for the study duration between all sites varied from 68.2-72.6
°F. There was not a significant difference in measured temperatures between sites and therefore
suggests the Constantine Hydro Reservoir does not negatively impact downstream waters regarding
water temperature.

Primary and secondary loggers at each site had similar measurements throughout the study period as
evident by the calculated “study average” in Table 3-1. Sites which showed slight deviations of study
average between primary and secondary loggers were the result of one logger from a site becoming
defective and therefore reducing the sampled range of temperature. For example, CON-DSR 1A was
defective from 9/10/2022 through 11/1/2022 and resulted in a higher average temperature compared to
CON-DSR 2B. CON-DSR 1A would have had a lower study average if the lower temperatures present
during the latter part of the study could have been incorporated into the study average.

3.1.2 DO Analysis

Measured DO concentrations fell below the minimum DO water quality standard of 5 mg/L at all sites

except CON-FRU; however, the frequency and duration below the standard varied by site (Table 3-1).
Sites which fell below the DO water quality standard most frequently and for a more prolonged period
(greater than a day) included CON-BYRU and CON-PC (Table 3-1; Appendix A; Appendix B). Time
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periods when DO concentrations were consistently below 5 mg/L at sites CON-BYRU and CON-PC
include the following:

e CON-BYRU: 8/4/2022 — 8/8/2022; 8/18/2022 — 8/21/2022; 8/29/2022 — 9/30/2022
e CON-PC: 7/4/2022 — 7/7/2022; 8/1/2022 — 8/2/2022; 9/6/2022 - 9/7/2022

CON-BYRU is suggested to have the greatest amount of prolonged low DO concentrations due to the
lack of flow within this area during August-September when flashboards were installed on the dam and
most of the flow is conveyed through the power canal. Per AEP communication flashboards were installed
on August 4, 2022. Additionally, the location within the channel where CON-BYRU was installed is a deep
pool relative to surrounding water depths within the bypass channel. Water depths at CON-BYRU were
from approximately 8-11 ft. A review of precipitation data confirms that immediately following rain events
on 8/8/2022 (0.91 inch) and 8/21/2020 (1.15 inch) the DO concentration at BYRU increased to above 5
mg/L, due to increased discharge. Also, at the end of September, low DO concentrations observed from
8/29/2022 through 9/30/222 were increased due to much colder air temperatures observed at the end of
September, likely causing the water column to turn over (destratify) and return to acceptable DO
concentrations.

CON-DSR and CON-PT had the next highest percent of DO measurement below 5 mg/L, but in general
the duration lasted a day or less (Appendix A; Appendix B). CON-DSR had a prolonged period of DO
concentrations below 5 mg/L from 10/24/2022 through 11/1/2022, but it is suggested the DO sensor was
defective and had inaccurate readings. This inaccuracy is suggested because all monitoring sites during
this time were well above 5 mg/L and discrete DO sampling on 10/24/2022 and 11/1/2022 were higher at
8.82 mg/L and 9.53 mg/L, respectively (Section 3.2). Across sites, most occurrences of DO
concentrations below 5 mg/L occurred during diurnal lows which are typically observed from
approximately 2 am-11 am (Appendix A; Appendix B). Overall, calculated study averages suggest
compliance with DO water quality standards; however, as noted there were instances of DO
concentrations below 5 mg/L, most notably during August and September at CON-BYRU. Calculated
study averages reported in Table 3-1 varied from a low of 7.03 mg/L at CON-BYRU to a high of 8.33 mg/L
at CON-IMP.

3.2 Discrete Water Quality Measurements

A summary of 2022 discrete multiparameter water quality measurements are presented in Table 3-2. All
discrete temperature and DO measurement were within water quality standards. During each sampling
event significant variations in water quality parameters between sites was not observed throughout the
study period. Water quality metrics not assessed with the continuous monitoring sondes included
dissolved oxygen percent saturation, pH and specific conductance. The calculated range of means for the
three parameters are listed below and fall within acceptable ranges and values for the region:

e DO % saturation = 92.1-98.8%
e pH=7.19-7.69
e Specific conductance = 521-573 uS/cm
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Table 3-2. Summary of 2022 discrete multiparameter measurements taken at Constantine Hydro
monitoring sites.

Temperature (°F)
Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean

CON-PC 68.7 69.6 79.3 77.1 78.9 75.5 72.2 55.3 53.7 70.0
CON-DSR 68.4 69.7 78.3 76.9 78.9 74.7 72.3 55.3 52.8 69.7
CON-IMP 70.1 68.7 76.4 76.2 78.7 75.9 71.3 53.3 54.2 69.4
CON-BYRU 70.3 70.5 79.4 77.1 79.0 74.8 70.3 51.9 53.3 69.6
CON-FRU 70.7 68.0 77.6 745 78.6 76.4 71.0 52.1 55.8 69.4
CON-BYRD 70.7 67.9 77.0 74.7 78.1 75.7 70.9 51.5 55.4 69.1
CON-PT 69.6 69.6 79.1 777 79.7 75.9 735 55.6 53.1 70.4
Dissolved Oxygen (mg/L)
Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 | Mean
CON-PC 8.99 8.35 8.63 7.66 7.50 8.13 7.60 8.85 9.37 8.34
CON-DSR 8.44 8.24 8.41 6.93 6.97 7.73 7.61 8.82 9.53 8.08
CON-IMP 8.58 7.89 7.38 7.32 6.64 8.55 7.27 9.35 9.56 8.06
CON-BYRU 8.50 8.54 8.19 7.94 7.43 8.85 7.76 10.11 10.30 8.62
CON-FRU 8.27 7.92 7.49 7.27 7.37 8.03 8.62 11.08 10.46 8.50
CON-BYRD 8.33 8.00 7.51 7.30 7.21 8.05 8.45 10.99 10.43 8.47
CON-PT 8.67 7.94 8.35 7.41 6.84 8.24 7.73 9.08 9.48 8.19

Dissolved Oxygen (%Saturation)
Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean

CON-PC 104.3 96.9 109.9 94.8 95.1 99.6 90.0 87.2 89.1 96.3
CON-DSR 97.7 95.8 106.6 86.0 88.3 94.3 90.3 86.7 89.4 92.8
CON-IMP 101.1 90.8 91.3 90.1 83.9 105.6 85.4 89.7 91.4 92.1
CON-BYRU 100.8 100.2 104.9 98.4 94.5 107.9 90.2 94.9 97.5 98.8
CON-FRU 98.3 90.3 94.1 87.9 934 99.7 101.0 104.6 102.0 96.8
CON-BYRD 98.9 91.2 93.6 88.4 90.8 99.1 98.9 103.0 101.2 96.1
CON-PT 101.4 92.1 106.3 92.5 97.6 101.8 93.0 89.5 89.4 96.0
pH
Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean
CON-PC 7.62 7.83 7.50 6.73 6.97 7.31 6.96 6.85 6.95 7.19
CON-DSR 7.73 7.78 7.48 7.20 7.34 7.44 7.30 7.31 7.09 741
CON-IMP 7.86 7.70 7.60 7.32 7.35 7.51 7.50 7.50 7.37 7.52
CON-BYRU 7.83 7.55 7.25 7.62 7.70 7.77 7.84 7.90 7.73 7.69
CON-FRU 7.83 7.67 7.27 7.62 7.56 7.46 7.83 8.04 7.81 7.68
CON-BYRD 7.84 7.68 7.46 7.61 7.36 7.74 7.66 8.00 7.62 7.66
CON-PT 7.84 7.78 7.09 7.57 7.33 7.77 7.53 7.48 7.45 7.54

Specific Conductance (uS/cm)
Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean

CON-PC 537 551 498 501 511 463 536 556 564 524
CON-DSR 515 541 506 499 508 463 540 551 572 522
CON-IMP 520 540 510 498 515 480 544 565 570 527
CON-BYRU 516 537 505 493 514 439 548 600 566 524
CON-FRU 552 548 552 534 554 546 609 648 617 573
CON-BYRD 548 539 540 531 566 550 610 641 620 572
CON-PT 516 533 506 496 512 475 529 555 564 521

Tables 3-3 and 3-4 provide a comparison of the discrete sample measurements and the continuous
sonde measurements at the time of the discrete sample collection. The discrete supplemental
temperature and DO data can be used to confirm or question the measured continuous monitoring sonde
data. Overall, discrete temperature and DO measurements were complementary to continuous monitoring
sondes; however, there were some occurrences when discrete and continuous monitoring sondes did not
align. Within Tables 3-3 and 3-4 cells shown in green indicate discrete measurements agree with
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continuous monitoring sondes (deviate less than 1 °F or mg/L), orange cells deviate from continuous
sondes 1-2 °F or mg/L, and red cells deviate greater than 2 °F or mg/L.

Table 3-3. Comparison of measured temperature from continuous monitoring sondes to discrete
sampling events. Values shown are from continuous monitoring sondes.

Temperature (°F) from continuous monitoring sondes at the time of discrete measurements. Green indicates discrete

and continuous instruments comply (within 1°F). Orange indicates deviate from 1-2°F, Red indicates deviate >2°F.

Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean
CON-PC 68, 68 69, 69 78,78 77,77 78,78 74,75 72,72 54,55 52,52 69

CON-DSR 68,68 70,70 78,78 77,77 79,78 74,74 72,72 55 52 72,69

CON-IMP 69,69 68,68 76,76 76,76 78,78 73,74 71,71 53 54 69,71

CON-BYRU 68.0 70,70 78,78 77,77 75,75 73,73 52 53 68,73

CON-FRU 70,70 67,67 76,76 74,74 71,77 74,74 70,71 52 55,65 69,69

CON-BYRD 70,70 67,67 76,76 74,74 77,77 74,74 70,70 51,51 55,55 69,69

CON-PT 69,69 69,69 78,78 77,77 79,79 75,75 72,72 55,55 52,52 70,70

Table 3-4. Comparison of measured DO from continuous monitoring sondes to discrete sampling
events. Values shown are from continuous monitoring sondes.

Dissolved Oxygen (mg/L) from continuous monitoring sondes at the time of discrete measurements. Green indicates
discrete and continuous instruments comply (within 1 mg/L). Orange indicates deviate from 1-2 mg/L. Red indicates
deviate >2 mg/L.

Monitoring Station 5/20/2022 | 6/6/2022 | 6/24/2022 | 7/15/2022 | 8/5/2022 | 8/23/2022 | 9/9/2022 | 10/14/2022 | 11/1/2022 Mean
CON-PC 8.66,8.73 | 8.24,809 | 7.22,7.33 | 7.44,7.79| 6.6,6.7 | 8.34,821| 519,8.22| 10.8,8.29 9.56, 966 7.99,7.9
CON-DSR 8.82,86 |8.212,7.78| 7.87,7.8 | 7.03,6.98 | 7.06,6.6 | 7.42,7.56 | 7.04,6.98 7.55 7.77,7.48
CON-IMP 8.6,8.86 | 8.09,8.2 | 7.26,7.52 | 7.59,7.53 | 6.69,6.72 | 8.98,8.85 | 7.41,7.4 9.01 8.24 8.33,8.16
CON-BYRU 874 | 855805 | 7.436.98 | 7.266.96 10.44 1102 | 7.037.17
CON-FRU 8.66,8.7 | 8.17,7.95 | 7.57,7.62 | 6.69,7.33 | 7.26,7.39 | 8.11,8.31 | 8.54,8.54 11.13 10.6,10.13 | 8.21,8.07
CON-BYRD 8.58,8.63 | 7.64,8.11 | 7.48,7.14 | 7.53,7.36 | 6.32,7.33 | 7.758.2 | 8.23,8.37 | 11.15,11.38| 10.68,10.11 | 8.26,8.05
CON-PT 8.71,8.91 | 8.056.53 | 7.59,7.85 | 7.04,7.18 | 6.914.3 | 7.94,7.97 | 752,768 | 9,8.88 9.33,946 | 8.19,8.14

The observed agreement between discrete and continuous temperature measurements show in Table 3-3
are outlined below. Additional notes relative to any observed significant deviations (red cells) are also

included.

e All events and mean “Green” (deviate less than 1 °F) - CON-PC, CON-DSR, CON-IMP, CON-

BYRD, CON-PT
e Includes one or more events “Orange” (deviate from 1-2 °F), but no “Red” - CON-FRU
¢ Includes “Red” (deviate >2 °F) — CON-BYRU

o Suggest the water column may have become stratified in this isolated location due to
relatively deep pool present at sampling location (8-11 ft) and reduced flow over dam.
The discrete monitoring probe may have been above the stratified colder water where the
continuous monitoring probe was located. Water temperature declined from 70 °F on
9/2/2022 to a low of 58 °F on 9/11/2022. Water temperature went back up to 70 °F on
9/12/2022. DO was also very low 9/2/2022 through 9/11/2022, suggesting thermal
stratification of the water column. There was precipitation on 9/11/2022 and 9/12/2022
which could have caused turnover of the water column from increased flow and
increased the water temperature and DO.

The observed agreement between discrete and continuous DO measurements show in Table 3-4 are
outlined below. Additional notes relative to any observed significant deviations (red cells) are also
included.

¢ All events and mean “Green” (deviate less than 1 mg/L) - CON-FRU, CON-BYRD, CON-PT
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¢ Includes one or more events “Orange” (deviate from 1-2 mg/L), but no “Red” - CON-PC, CON-
IMP

¢ Includes “Red” (deviate >2 mg/L) — CON-DSR, CON-BYRU

o CON-DSR - Suggest DO sensor for CON-DSR 2B was defective beginning 10/24/2022
until 11/1/2022. All other sites during this time frame did not have low DO concentrations
and the discrete measurements from 10/14/2022 and 11/1/2022 were much higher than
recorded continuous DO concentrations.

o CON-BYRU - Suggest the water column may have become stratified in this isolated
location due to relatively deep pool present at sampling location (8-11 ft) and reduced
flow over dam from installed flashboards. The discrete monitoring probe may have been
above the stratified colder water where the continuous monitoring probe was located and
therefore measured a higher DO concentration.
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4 Conclusion

Continuous and discrete water quality monitoring was completed within the Constantine Hydro project
area from May 5, 2022, through November 1, 2022. Continuous temperature and DO monitoring were
completed at seven sites and included locations within the reservoir, upstream of the reservoir and
downstream of the reservoir. At each continuous sampling location two temperature and dissolved
oxygen monitoring sondes were used to ensure data accuracy and continuity throughout the monitoring
period. Discrete multiparameter water quality measurements were taken during maintenance and data
download visits to provide quality assurance to the continuous monitoring sondes and collect
supplemental water quality data for pH, specific conductance, and dissolved oxygen percent saturation.
Overall, continuous and discrete water quality monitoring was successful at all sites during the monitoring
period and therefore provide an accurate assessment of temperature and DO related to established water
quality standards for the St. Joseph River.

Monthly maximum water temperature standards for the St. Joseph River were not exceeded at any site
during the study. Sites CON-FRU and CON-BYRD did reach the maximum of 85 °F in June but did not
exceed the standard. The maximum temperature recorded between all sites ranged from 82-85 °F and
the study temperature average ranged from 68.2-73.1 °F. Diurnal variations in temperature were
observed at all sites and generally did not vary more than 3 °F in a 24-hour period. Diurnal variations in
temperature were typically directly correlated with higher DO concentrations. Water temperature would
usually peak during the evening or late-night hours (7pm-1am) and decrease until about 9am-11am.
Overall, water temperature was consistent between sites and did not vary significantly between locations
within the reservoir, upstream or downstream. Water temperature data from 2022 documents compliance
with established water quality standards.

Continuous DO monitoring data documented instances of concentrations below the 5 mg/L standard at all
sites except CON-FRU; however, the frequency and duration below the standard varied by site. Diurnal
fluctuations in DO were observed at all sites during the study and typically DO concentrations did not vary
by more than 3 mg/L in a day. DO was typically directly correlated with water temperature such that
during water temperature highs, DO concentrations peaked. DO concentrations were typically lowest
during morning hours 5am-11am. CON-BYRU had the greatest percent of DO readings below 5 mg/L with
the two sondes at the site recording low concentrations (<5 mg/L) 17.3% and 13.4% of the time during the
study. Extended periods of low DO concentrations at CON-BYRU are correlated with the installation of
flashboards on the dam on August 4, 2022. As discussed in Section 3.1.2, periods with the greatest
amount of low DO concentrations at CON-BYRU occurred in August and September. October DO
concentrations at CON-BYRU were above 5 mg/L despite flashboards still present on the dam. The water
column at CON-BYRU is suggested to become stratified during August and September during extended
periods of reduced precipitation. Despite low DO concentrations at CON-BYRU, monitoring documented
suitable DO concentrations at the next downstream site CON-BYRD within the bypass channel. CON-
BYRD had only a couple of instances with DO concentrations below 5 mg/L and maintained suitable
conditions. CON-BYRD is located downstream from the confluence with the Fawn River so the additional
flow from the Fawn River offsets the lower DO concentrations upstream at CON-BYRU. Physical
conditions at CON-BYRU also may contribute to the reduced DO concentrations observed in August and
September. At CON-BYRU the channel is a deep pool (8-11 ft) and is deeper compared to the remaining
portion of the bypass channel immediately downstream with has water depths of 0.5-4.0 ft. The study DO
average for sites ranged from a low of 7.03 mg/L at CON-BYRU to a high of 8.33 mg/L at CON-IMP
(Table 3-1). Overall, calculated study averages suggest compliance with DO water quality standards;
however, as noted there were instances of DO concentrations below 5 mg/L, most notably during August
and September at CON-BYRU.
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APPENDIX

2022 CONTINUOUS MONITORING
TEMP/DO TIME SERIES GRAPHS
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APPENDIX

2022 CONTINUOUS MONITORING
TEMP/DO LOGGER DATA



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of

# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File
1 5/4/2022 0:00 9.62 65.05 1 5/4/2022 0:00 9.49 65.23
2 5/4/2022 0:15 9.69 64.58 2 5/4/2022 0:15 9.54 64.76
3 5/4/2022 0:30 9.73 64.15 3 5/4/2022 0:30 9.6 64.33
4 5/4/2022 0:45 9.78 63.68 4 5/4/2022 0:45 9.65 63.86
5 5/4/2022 1:00 9.84 63.25 5 5/4/2022 1:00 9.7 63.39
6 5/4/2022 1:15 9.89 62.78 6 5/4/2022 1:15 9.76 62.92
7 5/4/2022 1:30 9.94 62.31 7 5/4/2022 1:30 9.8 62.49
8 5/4/2022 1:45 10.01 61.88 8 5/4/2022 1:45 9.86 62.02
9 5/4/2022 2:00 10.06 61.41 9 5/4/2022 2:00 9.91 61.56
10 5/4/2022 2:15 10.11 60.98 10 5/4/2022 2:15 9.97 61.12
11 5/4/2022 2:30 10.16 60.55 11 5/4/2022 2:30 10.01 60.66
12 5/4/2022 2:45 10.22 60.12 12 5/4/2022 2:45 10.07 60.22
13 5/4/2022 3:00 10.28 59.68 13 5/4/2022 3:00 10.14 59.83
14 5/4/2022 3:15 10.32 59.29 14 5/4/2022 3:15 10.18 59.4
15 5/4/2022 3:30 10.39 58.89 15 5/4/2022 3:30 10.24 58.96
16 5/4/2022 3:45 10.45 58.5 16 5/4/2022 3:45 10.28 58.57
17 5/4/2022 4:00 10.5 58.1 17 5/4/2022 4:00 10.34 58.21
18 5/4/2022 4:15 10.57 57.74 18 5/4/2022 4:15 10.39 57.81
19 5/4/2022 4:30 10.61 57.34 19 5/4/2022 4:30 10.44 57.45
20 5/4/2022 4:45 10.64 57.02 20 5/4/2022 4:45 10.49 57.09
21 5/4/2022 5:00 10.71 56.66 21 5/4/2022 5:00 10.54 56.73
22 5/4/2022 5:15 10.76 56.3 22 5/4/2022 5:15 10.57 56.37
23 5/4/2022 5:30 10.82 55.98 23 5/4/2022 5:30 10.63 56.05
24 5/4/2022 5:45 10.86 55.65 24 5/4/2022 5:45 10.68 55.72
25 5/4/2022 6:00 10.89 55.33 25 5/4/2022 6:00 10.71 55.4
26 5/4/2022 6:15 10.94 55.04 26 5/4/2022 6:15 10.77 55.08
27 5/4/2022 6:30 10.99 54.75 27 5/4/2022 6:30 10.8 54.79
28 5/4/2022 6:45 11.01 54.46 28 5/4/2022 6:45 10.85 54.5
29 5/4/2022 7:00 11.09 54.18 29 5/4/2022 7:00 10.89 54.25
30 5/4/2022 7:15 11.12 53.92 30 5/4/2022 7:15 10.94 53.96
31 5/4/2022 7:30 11.14 53.67 31 5/4/2022 7:30 10.97 53.71
32 5/4/2022 7:45 11.19 53.42 32 5/4/2022 7:45 11.02 53.46
33 5/4/2022 8:00 11.25 53.2 33 5/4/2022 8:00 11.05 53.24
34 5/4/2022 8:15 11.29 53.13 34 5/4/2022 8:15 11.12 53.1
35 5/4/2022 8:30 11.31 53.28 35 5/4/2022 8:30 11.16 53.02
36 5/4/2022 8:45 113 53.64 36 5/4/2022 8:45 11.17 53.06
37 5/4/2022 9:00 11.27 54.1 37 5/4/2022 9:00 11.17 53.24
38 5/4/2022 9:15 11.26 54.14 38 5/4/2022 9:15 11.15 53.49
39 5/4/2022 9:30 11.27 53.85 39 5/4/2022 9:30 11.12 53.56
40 5/4/2022 9:45 11.27 53.92 40 5/4/2022 9:45 11.12 53.53
41 5/4/2022 10:00 11.24 54.14 41 5/4/2022 10:00 11.12 53.56
42 5/4/2022 10:15 11.21 54.36 42 5/4/2022 10:15 11.09 53.74
43 5/4/2022 10:30 11.21 54.46 43 5/4/2022 10:30 11.04 54.03
44 5/4/2022 10:45 11.18 54.61 44 5/4/2022 10:45 11 54.32
45 5/4/2022 11:00 11.15 54.82 45 5/4/2022 11:00 10.97 54.64
46 5/4/2022 11:15 11.11 55.11 46 5/4/2022 11:15 10.93 55
47 5/4/2022 11:30 11.06 55.47 47 5/4/2022 11:30 10.89 55.36
48 5/4/2022 11:45 11 55.87 48 5/4/2022 11:45 10.85 55.76
49 5/4/2022 12:00 10.89 56.52 49 5/4/2022 12:00 10.76 56.26
50 5/4/2022 12:15 10.73 58.1 50 5/4/2022 12:15 10.53 57.92
51 5/4/2022 12:30 10.66 58.68 51 5/4/2022 12:30 10.38 58.96
52 5/4/2022 12:45 10.67 58.78 52 5/4/2022 12:45 10.4 59.22
53 5/4/2022 13:00 10.42 55.26 53 5/4/2022 13:00 10.19 55.33
54 5/4/2022 13:15 10.77 53.78 54 5/4/2022 13:15 10.58 53.78
55 5/4/2022 13:30 10.75 53.74 55 5/4/2022 13:30 10.59 53.67
56 5/4/2022 13:45 10.77 53.74 56 5/4/2022 13:45 10.6 53.74
57 5/4/2022 14:00 10.82 53.82 57 5/4/2022 14:00 10.65 53.82
58 5/4/2022 14:15 10.84 53.96 58 5/4/2022 14:15 10.68 53.96
59 5/4/2022 14:30 10.86 54.07 59 5/4/2022 14:30 10.71 54.03
60 5/4/2022 14:45 10.92 54.14 60 5/4/2022 14:45 10.76 54.14
61 5/4/2022 15:00 10.94 54.25 61 5/4/2022 15:00 10.77 54.21
62 5/4/2022 15:15 10.91 54.28 62 5/4/2022 15:15 10.75 54.28
63 5/4/2022 15:30 10.93 54.36 63 5/4/2022 15:30 10.76 54.36
64 5/4/2022 15:45 10.96 54.46 64 5/4/2022 15:45 10.79 54.46
65 5/4/2022 16:00 10.94 54.54 65 5/4/2022 16:00 10.78 54.54
66 5/4/2022 16:15 10.96 54.64 66 5/4/2022 16:15 10.79 54.64
67 5/4/2022 16:30 10.95 54.72 67 5/4/2022 16:30 10.78 54.72
68 5/4/2022 16:45 10.95 54.79 68 5/4/2022 16:45 10.79 54.79
69 5/4/2022 17:00 10.99 54.9 69 5/4/2022 17:00 10.84 54.9
70 5/4/2022 17:15 11.01 55.04 70 5/4/2022 17:15 10.85 55.04
71 5/4/2022 17:30 11 55.08 71 5/4/2022 17:30 10.84 55.08
72 5/4/2022 17:45 11.01 55.15 72 5/4/2022 17:45 10.86 55.15
73 5/4/2022 18:00 11.06 55.29 73 5/4/2022 18:00 10.88 55.29
74 5/4/2022 18:15 11.03 55.33 74 5/4/2022 18:15 10.86 55.29
75 5/4/2022 18:30 11 55.4 75 5/4/2022 18:30 10.84 55.4
76 5/4/2022 18:45 10.97 55.47 76 5/4/2022 18:45 10.81 55.44
77 5/4/2022 19:00 10.93 55.47 77 5/4/2022 19:00 10.77 55.44
78 5/4/2022 19:15 10.95 55.51 78 5/4/2022 19:15 10.79 55.51
79 5/4/2022 19:30 10.94 55.51 79 5/4/2022 19:30 10.79 55.51
80 5/4/2022 19:45 10.93 55.54 80 5/4/2022 19:45 10.76 55.54
81 5/4/2022 20:00 10.88 55.58 81 5/4/2022 20:00 10.71 55.54
82 5/4/2022 20:15 10.86 55.58 82 5/4/2022 20:15 10.7 55.58
83 5/4/2022 20:30 10.85 55.62 83 5/4/2022 20:30 10.68 55.62
84 5/4/2022 20:45 10.79 55.65 84 5/4/2022 20:45 10.63 55.65



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of

# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File
85 5/4/2022 21:00 10.78 55.65 85 5/4/2022 21:00 10.61 55.65
86 5/4/2022 21:15 10.78 55.62 86 5/4/2022 21:15 10.63 55.62
87 5/4/2022 21:30 10.76 55.62 87 5/4/2022 21:30 10.61 55.62
88 5/4/2022 21:45 10.76 55.54 88 5/4/2022 21:45 10.59 55.54
89 5/4/2022 22:00 10.75 55.54 89 5/4/2022 22:00 10.59 55.51
90 5/4/2022 22:15 10.76 55.51 90 5/4/2022 22:15 10.59 55.51
91 5/4/2022 22:30 10.76 55.44 91 5/4/2022 22:30 10.6 55.44
92 5/4/2022 22:45 10.75 55.4 92 5/4/2022 22:45 10.58 55.4
93 5/4/2022 23:00 10.75 55.36 93 5/4/2022 23:00 10.58 55.36
94 5/4/2022 23:15 10.74 55.29 94 5/4/2022 23:15 10.59 55.29
95 5/4/2022 23:30 10.75 55.26 95 5/4/2022 23:30 10.58 55.26
96 5/4/2022 23:45 10.74 55.22 96 5/4/2022 23:45 10.57 55.22
97 5/5/2022 0:00 10.73 55.18 97 5/5/2022 0:00 10.58 55.18
98 5/5/2022 0:15 10.72 55.15 98 5/5/2022 0:15 10.54 55.15
99 5/5/2022 0:30 10.73 55.11 99 5/5/2022 0:30 10.58 55.08
100 5/5/2022 0:45 10.75 55.04 100 5/5/2022 0:45 10.57 55.04
101 5/5/2022 1:00 10.71 55 101 5/5/2022 1:00 10.56 55
102 5/5/2022 1:15 10.71 54.97 102 5/5/2022 1:15 10.56 54.97
103 5/5/2022 1:30 10.72 54.9 103 5/5/2022 1:30 10.55 54.9
104 5/5/2022 1:45 10.67 54.86 104 5/5/2022 1:45 10.53 54.86
105 5/5/2022 2:00 10.68 54.82 105 5/5/2022 2:00 10.53 54.82
106 5/5/2022 2:15 10.66 54.75 106 5/5/2022 2:15 10.51 54.75
107 5/5/2022 2:30 10.66 54.72 107 5/5/2022 2:30 10.51 54.72
108 5/5/2022 2:45 10.68 54.64 108 5/5/2022 2:45 10.51 54.64
109 5/5/2022 3:00 10.64 54.61 109 5/5/2022 3:00 10.48 54.61
110 5/5/2022 3:15 10.59 54.54 110 5/5/2022 3:15 10.44 54.54
111 5/5/2022 3:30 10.63 54.46 111 5/5/2022 3:30 10.49 54.46
112 5/5/2022 3:45 10.64 54.43 112 5/5/2022 3:45 10.49 54.39
113 5/5/2022 4:00 10.65 54.36 113 5/5/2022 4:00 10.49 54.36
114 5/5/2022 4:15 10.62 54.28 114 5/5/2022 4:15 10.47 54.28
115 5/5/2022 4:30 10.67 54.21 115 5/5/2022 4:30 10.51 54.21
116 5/5/2022 4:45 10.62 54.18 116 5/5/2022 4:45 10.47 54.18
117 5/5/2022 5:00 10.6 54.1 117 5/5/2022 5:00 10.45 54.1
118 5/5/2022 5:15 10.6 54.03 118 5/5/2022 5:15 10.46 54.03
119 5/5/2022 5:30 10.58 54 119 5/5/2022 5:30 10.43 54
120 5/5/2022 5:45 10.58 53.92 120 5/5/2022 5:45 10.43 53.92
121 5/5/2022 6:00 10.62 53.85 121 5/5/2022 6:00 10.45 53.85
122 5/5/2022 6:15 10.59 53.82 122 5/5/2022 6:15 10.44 53.82
123 5/5/2022 6:30 10.55 53.78 123 5/5/2022 6:30 10.4 53.74
124 5/5/2022 6:45 10.57 53.71 124 5/5/2022 6:45 10.43 53.71
125 5/5/2022 7:00 10.53 53.67 125 5/5/2022 7:00 10.38 53.67
126 5/5/2022 7:15 10.5 53.64 126 5/5/2022 7:15 10.37 53.64
127 5/5/2022 7:30 10.55 53.6 127 5/5/2022 7:30 10.39 53.6
128 5/5/2022 7:45 10.5 53.56 128 5/5/2022 7:45 10.35 53.56
129 5/5/2022 8:00 10.53 53.53 129 5/5/2022 8:00 10.38 53.56
130 5/5/2022 8:15 10.49 53.53 130 5/5/2022 8:15 10.35 53.49
131 5/5/2022 8:30 10.53 53.49 131 5/5/2022 8:30 10.38 53.49
132 5/5/2022 8:45 10.55 53.49 132 5/5/2022 8:45 10.39 53.49
133 5/5/2022 9:00 10.53 53.49 133 5/5/2022 9:00 10.37 53.46
134 5/5/2022 9:15 10.56 53.49 134 5/5/2022 9:15 10.4 53.49
135 5/5/2022 9:30 10.57 53.53 135 5/5/2022 9:30 10.43 53.53
136 5/5/2022 9:45 10.59 53.53 136 5/5/2022 9:45 10.45 53.53
137 5/5/2022 10:00 10.61 53.56 137 5/5/2022 10:00 10.46 53.56
138 5/5/2022 10:15 10.65 53.64 138 5/5/2022 10:15 10.49 53.64
139 5/5/2022 10:30 10.65 53.67 139 5/5/2022 10:30 10.49 53.67
140 5/5/2022 10:45 10.67 53.74 140 5/5/2022 10:45 10.51 53.74
141 5/5/2022 11:00 10.68 53.78 141 5/5/2022 11:00 10.54 53.78
142 5/5/2022 11:15 10.71 53.89 142 5/5/2022 11:15 10.55 53.85
143 5/5/2022 11:30 10.73 53.96 143 5/5/2022 11:30 10.58 53.96
144 5/5/2022 11:45 10.77 54.07 144 5/5/2022 11:45 10.61 54.07
145 5/5/2022 12:00 10.79 54.18 145 5/5/2022 12:00 10.64 54.18
146 5/5/2022 12:15 10.78 54.25 146 5/5/2022 12:15 10.63 54.25
147 5/5/2022 12:30 10.78 54.36 147 5/5/2022 12:30 10.63 54.32
148 5/5/2022 12:45 10.78 54.43 148 5/5/2022 12:45 10.63 54.43
149 5/5/2022 13:00 10.78 54.5 149 5/5/2022 13:00 10.64 54.5
150 5/5/2022 13:15 10.81 54.57 150 5/5/2022 13:15 10.65 54.57
151 5/5/2022 13:30 10.78 54.68 151 5/5/2022 13:30 10.64 54.64
152 5/5/2022 13:45 10.77 54.72 152 5/5/2022 13:45 10.61 54.72
153 5/5/2022 14:00 10.77 54.79 153 5/5/2022 14:00 10.61 54.79
154 5/5/2022 14:15 10.78 54.82 154 5/5/2022 14:15 10.63 54.82
155 5/5/2022 14:30 10.77 54.86 155 5/5/2022 14:30 10.61 54.86
156 5/5/2022 14:45 10.77 54.9 156 5/5/2022 14:45 10.61 54.9
157 5/5/2022 15:00 10.75 54.93 157 5/5/2022 15:00 10.6 54.93
158 5/5/2022 15:15 10.74 54.97 158 5/5/2022 15:15 10.59 54.93
159 5/5/2022 15:30 10.74 54.97 159 5/5/2022 15:30 10.58 54.97
160 5/5/2022 15:45 10.73 55 160 5/5/2022 15:45 10.57 55
161 5/5/2022 16:00 10.71 55 161 5/5/2022 16:00 10.56 55
162 5/5/2022 16:15 10.72 55 162 5/5/2022 16:15 10.55 55
163 5/5/2022 16:30 10.7 55.04 163 5/5/2022 16:30 10.55 55.04
164 5/5/2022 16:45 10.68 55.08 164 5/5/2022 16:45 10.54 55.04
165 5/5/2022 17:00 10.71 55.08 165 5/5/2022 17:00 10.56 55.08
166 5/5/2022 17:15 10.73 55.11 166 5/5/2022 17:15 10.56 55.11
167 5/5/2022 17:30 10.73 55.15 167 5/5/2022 17:30 10.57 55.11
168 5/5/2022 17:45 10.74 55.15 168 5/5/2022 17:45 10.58 55.15

169 5/5/2022 18:00 10.74 55.18 169 5/5/2022 18:00 10.59 55.18



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of
# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File

170 5/5/2022 18:15 10.76 55.22 170 5/5/2022 18:15 10.59 55.22
171 5/5/2022 18:30 10.75 55.26 171 5/5/2022 18:30 10.58 55.26
172 5/5/2022 18:45 10.73 55.26 172 5/5/2022 18:45 10.58 55.26
173 5/5/2022 19:00 10.71 55.26 173 5/5/2022 19:00 10.55 55.26
174 5/5/2022 19:15 10.67 55.29 174 5/5/2022 19:15 10.51 55.26
175 5/5/2022 19:30 10.65 55.26 175 5/5/2022 19:30 10.5 55.26
176 5/5/2022 19:45 10.64 55.29 176 5/5/2022 19:45 10.5 55.26
177 5/5/2022 20:00 10.64 55.29 177 5/5/2022 20:00 10.48 55.29
178 5/5/2022 20:15 10.63 55.26 178 5/5/2022 20:15 10.47 55.26
179 5/5/2022 20:30 10.61 55.26 179 5/5/2022 20:30 10.46 55.26
180 5/5/2022 20:45 10.59 55.26 180 5/5/2022 20:45 10.45 55.22
181 5/5/2022 21:00 10.58 55.22 181 5/5/2022 21:00 10.43 55.22
182 5/5/2022 21:15 10.56 55.22 182 5/5/2022 21:15 10.4 55.22
183 5/5/2022 21:30 10.57 55.22 183 5/5/2022 21:30 10.4 55.22
184 5/5/2022 21:45 10.54 55.18 184 5/5/2022 21:45 10.39 55.18
185 5/5/2022 22:00 10.53 55.18 185 5/5/2022 22:00 10.37 55.18
186 5/5/2022 22:15 10.55 55.15 186 5/5/2022 22:15 10.39 55.15
187 5/5/2022 22:30 10.55 55.15 187 5/5/2022 22:30 10.39 55.15
188 5/5/2022 22:45 10.51 55.11 188 5/5/2022 22:45 10.37 55.11
189 5/5/2022 23:00 10.51 55.11 189 5/5/2022 23:00 10.37 55.11
190 5/5/2022 23:15 10.5 55.08 190 5/5/2022 23:15 10.36 55.08
191 5/5/2022 23:30 10.51 55.04 191 5/5/2022 23:30 10.36 55.04
192 5/5/2022 23:45 10.48 55.04 192 5/5/2022 23:45 10.35 55

193 5/6/2022 0:00 10.47 55 193 5/6/2022 0:00 10.33 55

194 5/6/2022 0:15 10.5 54.97 194 5/6/2022 0:15 10.35 54.97
195 5/6/2022 0:30 10.46 54.93 195 5/6/2022 0:30 10.31 54.93
196 5/6/2022 0:45 10.46 54.93 196 5/6/2022 0:45 10.3 54.9
197 5/6/2022 1:00 10.47 54.9 197 5/6/2022 1:00 10.31 54.9
198 5/6/2022 1:15 10.44 54.86 198 5/6/2022 1:15 10.29 54.86
199 5/6/2022 1:30 10.42 54.82 199 5/6/2022 1:30 10.28 54.82
200 5/6/2022 1:45 10.38 54.79 200 5/6/2022 1:45 10.25 54.79
201 5/6/2022 2:00 10.39 54.75 201 5/6/2022 2:00 10.24 54.72
202 5/6/2022 2:15 10.39 54.68 202 5/6/2022 2:15 10.24 54.68
203 5/6/2022 2:30 10.4 54.64 203 5/6/2022 2:30 10.25 54.64
204 5/6/2022 2:45 10.4 54.61 204 5/6/2022 2:45 10.25 54.61
205 5/6/2022 3:00 10.37 54.57 205 5/6/2022 3:00 10.21 54.57
206 5/6/2022 3:15 10.33 54.54 206 5/6/2022 3:15 10.2 54.54
207 5/6/2022 3:30 10.31 54.46 207 5/6/2022 3:30 10.18 54.46
208 5/6/2022 3:45 10.36 54.43 208 5/6/2022 3:45 10.21 54.43
209 5/6/2022 4:00 10.32 54.39 209 5/6/2022 4:00 10.18 54.39
210 5/6/2022 4:15 103 54.36 210 5/6/2022 4:15 10.17 54.36
211 5/6/2022 4:30 10.26 54.32 211 5/6/2022 4:30 10.14 54.32
212 5/6/2022 4:45 10.26 54.28 212 5/6/2022 4:45 10.11 54.28
213 5/6/2022 5:00 10.27 54.25 213 5/6/2022 5:00 10.13 54.21
214 5/6/2022 5:15 10.27 54.18 214 5/6/2022 5:15 10.14 54.18
215 5/6/2022 5:30 10.23 54.14 215 5/6/2022 5:30 10.1 54.14
216 5/6/2022 5:45 10.25 54.1 216 5/6/2022 5:45 10.11 54.1
217 5/6/2022 6:00 10.26 54.07 217 5/6/2022 6:00 10.11 54.07
218 5/6/2022 6:15 10.24 54.03 218 5/6/2022 6:15 10.1 54.03
219 5/6/2022 6:30 10.19 54 219 5/6/2022 6:30 10.05 54

220 5/6/2022 6:45 10.18 53.96 220 5/6/2022 6:45 10.05 53.96
221 5/6/2022 7:00 10.15 53.92 221 5/6/2022 7:00 10.01 53.92
222 5/6/2022 7:15 10.15 53.89 222 5/6/2022 7:15 10.03 53.89
223 5/6/2022 7:30 10.16 53.85 223 5/6/2022 7:30 10.03 53.85
224 5/6/2022 7:45 10.19 53.85 224 5/6/2022 7:45 10.01 53.85
225 5/6/2022 8:00 10.14 53.82 225 5/6/2022 8:00 10 53.82
226 5/6/2022 8:15 10.16 53.78 226 5/6/2022 8:15 10.01 53.78
227 5/6/2022 8:30 10.12 53.78 227 5/6/2022 8:30 9.98 53.78
228 5/6/2022 8:45 10.13 53.74 228 5/6/2022 8:45 9.99 53.74
229 5/6/2022 9:00 10.12 53.74 229 5/6/2022 9:00 9.98 53.74
230 5/6/2022 9:15 10.1 53.71 230 5/6/2022 9:15 9.97 53.71
231 5/6/2022 9:30 10.11 53.71 231 5/6/2022 9:30 9.98 53.71
232 5/6/2022 9:45 10.1 53.71 232 5/6/2022 9:45 9.97 53.67
233 5/6/2022 10:00 10.11 53.67 233 5/6/2022 10:00 9.97 53.67
234 5/6/2022 10:15 10.08 53.71 234 5/6/2022 10:15 9.94 53.67
235 5/6/2022 10:30 10.08 53.71 235 5/6/2022 10:30 9.95 53.67
236 5/6/2022 10:45 10.09 53.71 236 5/6/2022 10:45 9.97 53.67
237 5/6/2022 11:00 10.1 53.71 237 5/6/2022 11:00 9.97 53.71
238 5/6/2022 11:15 10.11 53.71 238 5/6/2022 11:15 9.98 53.71
239 5/6/2022 11:30 10.12 53.71 239 5/6/2022 11:30 9.98 53.71
240 5/6/2022 11:45 10.13 53.74 240 5/6/2022 11:45 9.98 53.74
241 5/6/2022 12:00 10.12 53.74 241 5/6/2022 12:00 9.98 53.74
242 5/6/2022 12:15 10.11 53.74 242 5/6/2022 12:15 9.97 53.74
243 5/6/2022 12:30 10.12 53.78 243 5/6/2022 12:30 9.98 53.74
244 5/6/2022 12:45 10.14 53.78 244 5/6/2022 12:45 10.01 53.78
245 5/6/2022 13:00 10.16 53.82 245 5/6/2022 13:00 10.03 53.78
246 5/6/2022 13:15 10.15 53.82 246 5/6/2022 13:15 10.03 53.82
247 5/6/2022 13:30 10.19 53.82 247 5/6/2022 13:30 10.05 53.82
248 5/6/2022 13:45 10.15 53.85 248 5/6/2022 13:45 10.01 53.85
249 5/6/2022 14:00 10.18 53.85 249 5/6/2022 14:00 10.03 53.85
250 5/6/2022 14:15 10.14 53.85 250 5/6/2022 14:15 10.03 53.85
251 5/6/2022 14:30 10.15 53.89 251 5/6/2022 14:30 10.01 53.85
252 5/6/2022 14:45 10.18 53.89 252 5/6/2022 14:45 10.04 53.89
253 5/6/2022 15:00 10.18 53.89 253 5/6/2022 15:00 10.04 53.89

254 5/6/2022 15:15 10.16 53.89 254 5/6/2022 15:15 10.04 53.89



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of
# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File

255 5/6/2022 15:30 10.2 53.92 255 5/6/2022 15:30 10.06 53.89
256 5/6/2022 15:45 10.2 53.92 256 5/6/2022 15:45 10.07 53.92
257 5/6/2022 16:00 10.19 53.92 257 5/6/2022 16:00 10.07 53.92
258 5/6/2022 16:15 10.23 53.92 258 5/6/2022 16:15 10.09 53.92
259 5/6/2022 16:30 10.25 53.96 259 5/6/2022 16:30 10.1 53.96
260 5/6/2022 16:45 10.26 53.96 260 5/6/2022 16:45 10.11 53.96
261 5/6/2022 17:00 10.25 53.96 261 5/6/2022 17:00 10.11 53.96
262 5/6/2022 17:15 10.26 54 262 5/6/2022 17:15 10.13 53.96
263 5/6/2022 17:30 10.26 54 263 5/6/2022 17:30 10.13 54

264 5/6/2022 17:45 10.29 54.03 264 5/6/2022 17:45 10.14 54.03
265 5/6/2022 18:00 103 54.07 265 5/6/2022 18:00 10.16 54.07
266 5/6/2022 18:15 10.33 54.1 266 5/6/2022 18:15 10.19 54.1
267 5/6/2022 18:30 10.33 54.14 267 5/6/2022 18:30 10.19 54.1
268 5/6/2022 18:45 10.32 54.14 268 5/6/2022 18:45 10.18 54.14
269 5/6/2022 19:00 10.32 54.14 269 5/6/2022 19:00 10.18 54.14
270 5/6/2022 19:15 10.32 54.14 270 5/6/2022 19:15 10.18 54.14
271 5/6/2022 19:30 10.32 54.18 271 5/6/2022 19:30 10.17 54.18
272 5/6/2022 19:45 10.32 54.18 272 5/6/2022 19:45 10.18 54.18
273 5/6/2022 20:00 10.31 54.18 273 5/6/2022 20:00 10.17 54.18
274 5/6/2022 20:15 10.31 54.18 274 5/6/2022 20:15 10.17 54.14
275 5/6/2022 20:30 10.29 54.14 275 5/6/2022 20:30 10.15 54.14
276 5/6/2022 20:45 10.28 54.14 276 5/6/2022 20:45 10.14 54.14
277 5/6/2022 21:00 10.26 54.1 277 5/6/2022 21:00 10.11 54.1
278 5/6/2022 21:15 10.25 54.07 278 5/6/2022 21:15 10.1 54.07
279 5/6/2022 21:30 10.25 54.03 279 5/6/2022 21:30 10.11 54.03
280 5/6/2022 21:45 10.26 54 280 5/6/2022 21:45 10.11 54

281 5/6/2022 22:00 10.23 54 281 5/6/2022 22:00 10.1 54

282 5/6/2022 22:15 10.27 53.96 282 5/6/2022 22:15 10.13 53.96
283 5/6/2022 22:30 10.25 53.92 283 5/6/2022 22:30 10.11 53.92
284 5/6/2022 22:45 10.27 53.89 284 5/6/2022 22:45 10.13 53.89
285 5/6/2022 23:00 10.25 53.85 285 5/6/2022 23:00 10.13 53.85
286 5/6/2022 23:15 10.26 53.85 286 5/6/2022 23:15 10.14 53.85
287 5/6/2022 23:30 10.28 53.82 287 5/6/2022 23:30 10.13 53.82
288 5/6/2022 23:45 10.28 53.78 288 5/6/2022 23:45 10.14 53.78
289 5/7/2022 0:00 10.26 53.74 289 5/7/2022 0:00 10.11 53.71
290 5/7/2022 0:15 10.26 53.67 290 5/7/2022 0:15 10.13 53.67
291 5/7/2022 0:30 10.27 53.64 291 5/7/2022 0:30 10.11 53.64
292 5/7/2022 0:45 10.24 53.6 292 5/7/2022 0:45 10.1 53.6
293 5/7/2022 1:00 10.24 53.56 293 5/7/2022 1:00 10.09 53.56
294 5/7/2022 1:15 10.23 53.49 294 5/7/2022 1:15 10.09 53.49
295 5/7/2022 1:30 10.24 53.46 295 5/7/2022 1:30 10.1 53.46
296 5/7/2022 1:45 10.27 53.42 296 5/7/2022 1:45 10.11 53.42
297 5/7/2022 2:00 10.21 53.35 297 5/7/2022 2:00 10.08 53.35
298 5/7/2022 2:15 10.24 53.31 298 5/7/2022 2:15 10.1 53.31
299 5/7/2022 2:30 10.22 53.24 299 5/7/2022 2:30 10.09 53.24
300 5/7/2022 2:45 10.22 53.2 300 5/7/2022 2:45 10.08 53.2
301 5/7/2022 3:00 10.2 53.13 301 5/7/2022 3:00 10.06 53.13
302 5/7/2022 3:15 10.22 53.1 302 5/7/2022 3:15 10.06 53.1
303 5/7/2022 3:30 10.19 53.02 303 5/7/2022 3:30 10.06 53.02
304 5/7/2022 3:45 10.21 52.99 304 5/7/2022 3:45 10.06 52.99
305 5/7/2022 4:00 10.18 52.92 305 5/7/2022 4:00 10.04 52.92
306 5/7/2022 4:15 10.2 52.88 306 5/7/2022 4:15 10.06 52.88
307 5/7/2022 4:30 10.2 52.81 307 5/7/2022 4:30 10.06 52.81
308 5/7/2022 4:45 10.13 52.74 308 5/7/2022 4:45 10 52.74
309 5/7/2022 5:00 10.18 52.7 309 5/7/2022 5:00 10.05 52.7
310 5/7/2022 5:15 10.19 52.63 310 5/7/2022 5:15 10.04 52.59
311 5/7/2022 5:30 10.2 52.56 311 5/7/2022 5:30 10.04 52.56
312 5/7/2022 5:45 10.18 52.48 312 5/7/2022 5:45 10.04 52.48
313 5/7/2022 6:00 10.16 52.41 313 5/7/2022 6:00 10.03 52.41
314 5/7/2022 6:15 10.16 52.38 314 5/7/2022 6:15 10.01 52.38
315 5/7/2022 6:30 10.2 52.34 315 5/7/2022 6:30 10.05 52.3
316 5/7/2022 6:45 10.13 52.23 316 5/7/2022 6:45 9.99 52.23
317 5/7/2022 7:00 10.16 52.2 317 5/7/2022 7:00 10.03 52.16
318 5/7/2022 7:15 10.14 52.12 318 5/7/2022 7:15 10.01 52.12
319 5/7/2022 7:30 10.11 52.05 319 5/7/2022 7:30 9.98 52.05
320 5/7/2022 7:45 10.15 52.02 320 5/7/2022 7:45 10.03 51.98
321 5/7/2022 8:00 10.14 51.94 321 5/7/2022 8:00 10 51.94
322 5/7/2022 8:15 10.23 51.91 322 5/7/2022 8:15 10.08 51.91
323 5/7/2022 8:30 10.22 51.87 323 5/7/2022 8:30 10.08 51.87
324 5/7/2022 8:45 10.25 51.87 324 5/7/2022 8:45 10.1 51.87
325 5/7/2022 9:00 10.26 51.91 325 5/7/2022 9:00 10.11 51.91
326 5/7/2022 9:15 10.26 51.94 326 5/7/2022 9:15 10.14 51.94
327 5/7/2022 9:30 103 51.98 327 5/7/2022 9:30 10.17 51.98
328 5/7/2022 9:45 103 52.02 328 5/7/2022 9:45 10.16 52.02
329 5/7/2022 10:00 10.37 52.12 329 5/7/2022 10:00 10.23 52.12
330 5/7/2022 10:15 10.38 52.23 330 5/7/2022 10:15 10.24 52.23
331 5/7/2022 10:30 10.4 52.38 331 5/7/2022 10:30 10.27 52.34
332 5/7/2022 10:45 10.46 52.52 332 5/7/2022 10:45 10.31 52.48
333 5/7/2022 11:00 10.46 52.66 333 5/7/2022 11:00 10.34 52.66
334 5/7/2022 11:15 10.49 52.84 334 5/7/2022 11:15 10.36 52.81
335 5/7/2022 11:30 10.53 53.02 335 5/7/2022 11:30 10.37 52.99
336 5/7/2022 11:45 10.55 53.2 336 5/7/2022 11:45 10.4 53.2
337 5/7/2022 12:00 10.57 53.42 337 5/7/2022 12:00 10.41 53.38
338 5/7/2022 12:15 10.6 53.6 338 5/7/2022 12:15 10.44 53.6

339 5/7/2022 12:30 10.62 53.85 339 5/7/2022 12:30 10.47 53.82



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of

# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File
340 5/7/2022 12:45 10.64 54.07 340 5/7/2022 12:45 10.49 54.03
341 5/7/2022 13:00 10.68 54.28 341 5/7/2022 13:00 10.51 54.25
342 5/7/2022 13:15 10.67 54.5 342 5/7/2022 13:15 10.53 54.5
343 5/7/2022 13:30 10.71 54.75 343 5/7/2022 13:30 10.55 54.75
344 5/7/2022 13:45 10.72 55 344 5/7/2022 13:45 10.56 55
345 5/7/2022 14:00 10.7 55.26 345 5/7/2022 14:00 10.56 55.22
346 5/7/2022 14:15 10.76 55.47 346 5/7/2022 14:15 10.58 55.47
347 5/7/2022 14:30 10.75 55.69 347 5/7/2022 14:30 10.58 55.69
348 5/7/2022 14:45 10.76 55.87 348 5/7/2022 14:45 10.61 55.87
349 5/7/2022 15:00 10.76 56.12 349 5/7/2022 15:00 10.59 56.12
350 5/7/2022 15:15 10.79 56.41 350 5/7/2022 15:15 10.64 56.37
351 5/7/2022 15:30 10.77 56.59 351 5/7/2022 15:30 10.6 56.59
352 5/7/2022 15:45 10.78 56.84 352 5/7/2022 15:45 10.6 56.8
353 5/7/2022 16:00 10.78 57.02 353 5/7/2022 16:00 10.63 57.02
354 5/7/2022 16:15 10.78 57.2 354 5/7/2022 16:15 10.61 57.2
355 5/7/2022 16:30 10.78 57.38 355 5/7/2022 16:30 10.6 57.38
356 5/7/2022 16:45 10.82 57.6 356 5/7/2022 16:45 10.66 57.6
357 5/7/2022 17:00 10.75 57.74 357 5/7/2022 17:00 10.59 57.74
358 5/7/2022 17:15 10.8 57.81 358 5/7/2022 17:15 10.64 57.81
359 5/7/2022 17:30 10.77 57.99 359 5/7/2022 17:30 10.63 57.99
360 5/7/2022 17:45 10.73 58.1 360 5/7/2022 17:45 10.59 58.1
361 5/7/2022 18:00 10.73 58.24 361 5/7/2022 18:00 10.58 58.24
362 5/7/2022 18:15 10.74 58.39 362 5/7/2022 18:15 10.59 58.35
363 5/7/2022 18:30 10.72 58.46 363 5/7/2022 18:30 10.55 58.46
364 5/7/2022 18:45 10.71 58.53 364 5/7/2022 18:45 10.57 58.53
365 5/7/2022 19:00 10.7 58.64 365 5/7/2022 19:00 10.53 58.64
366 5/7/2022 19:15 10.7 58.68 366 5/7/2022 19:15 10.53 58.68
367 5/7/2022 19:30 10.67 58.75 367 5/7/2022 19:30 10.51 58.75
368 5/7/2022 19:45 10.66 58.78 368 5/7/2022 19:45 10.51 58.78
369 5/7/2022 20:00 10.66 58.82 369 5/7/2022 20:00 10.49 58.82
370 5/7/2022 20:15 10.63 58.89 370 5/7/2022 20:15 10.46 58.89
371 5/7/2022 20:30 10.6 58.89 371 5/7/2022 20:30 10.45 58.93
372 5/7/2022 20:45 10.57 58.93 372 5/7/2022 20:45 10.41 58.96
373 5/7/2022 21:00 10.58 58.96 373 5/7/2022 21:00 10.43 58.96
374 5/7/2022 21:15 10.55 59 374 5/7/2022 21:15 10.4 58.96
375 5/7/2022 21:30 10.55 58.96 375 5/7/2022 21:30 10.41 58.96
376 5/7/2022 21:45 10.54 58.93 376 5/7/2022 21:45 10.38 58.93
377 5/7/2022 22:00 10.51 58.93 377 5/7/2022 22:00 10.36 58.93
378 5/7/2022 22:15 10.53 58.89 378 5/7/2022 22:15 10.37 58.89
379 5/7/2022 22:30 10.53 58.93 379 5/7/2022 22:30 10.36 58.93
380 5/7/2022 22:45 10.49 58.96 380 5/7/2022 22:45 10.35 58.96
381 5/7/2022 23:00 10.49 58.96 381 5/7/2022 23:00 10.33 58.96
382 5/7/2022 23:15 10.5 58.93 382 5/7/2022 23:15 10.34 58.93
383 5/7/2022 23:30 10.53 58.86 383 5/7/2022 23:30 10.35 58.86
384 5/7/2022 23:45 10.44 58.89 384 5/7/2022 23:45 10.3 58.89
385 5/8/2022 0:00 10.44 58.86 385 5/8/2022 0:00 10.27 58.86
386 5/8/2022 0:15 10.43 58.82 386 5/8/2022 0:15 10.28 58.82
387 5/8/2022 0:30 10.42 58.78 387 5/8/2022 0:30 10.26 58.78
388 5/8/2022 0:45 10.41 58.75 388 5/8/2022 0:45 10.26 58.75
389 5/8/2022 1:00 10.44 58.71 389 5/8/2022 1:00 10.28 58.71
390 5/8/2022 1:15 10.4 58.68 390 5/8/2022 1:15 10.25 58.68
391 5/8/2022 1:30 10.36 58.64 391 5/8/2022 1:30 10.2 58.64
392 5/8/2022 1:45 10.34 58.57 392 5/8/2022 1:45 10.19 58.57
393 5/8/2022 2:00 10.32 58.5 393 5/8/2022 2:00 10.18 58.5
394 5/8/2022 2:15 10.32 58.46 394 5/8/2022 2:15 10.16 58.46
395 5/8/2022 2:30 10.29 58.46 395 5/8/2022 2:30 10.13 58.46
396 5/8/2022 2:45 10.28 58.35 396 5/8/2022 2:45 10.13 58.35
397 5/8/2022 3:00 10.29 58.28 397 5/8/2022 3:00 10.16 58.28
398 5/8/2022 3:15 10.24 58.21 398 5/8/2022 3:15 10.09 58.21
399 5/8/2022 3:30 10.24 58.1 399 5/8/2022 3:30 10.1 58.1
400 5/8/2022 3:45 10.22 58.06 400 5/8/2022 3:45 10.06 58.06
401 5/8/2022 4:00 10.22 57.96 401 5/8/2022 4:00 10.06 57.99
402 5/8/2022 4:15 10.22 57.88 402 5/8/2022 4:15 10.07 57.88
403 5/8/2022 4:30 10.2 57.81 403 5/8/2022 4:30 10.05 57.81
404 5/8/2022 4:45 10.19 57.7 404 5/8/2022 4:45 10.03 57.7
405 5/8/2022 5:00 10.19 57.6 405 5/8/2022 5:00 10.04 57.6
406 5/8/2022 5:15 10.16 57.52 406 5/8/2022 5:15 10.03 57.52
407 5/8/2022 5:30 10.16 57.42 407 5/8/2022 5:30 10.01 57.42
408 5/8/2022 5:45 10.1 57.31 408 5/8/2022 5:45 9.96 57.31
409 5/8/2022 6:00 10.1 57.24 409 5/8/2022 6:00 9.96 57.24
410 5/8/2022 6:15 10.07 57.13 410 5/8/2022 6:15 9.93 57.13
411 5/8/2022 6:30 10.07 57.06 411 5/8/2022 6:30 9.93 57.06
412 5/8/2022 6:45 10.08 56.95 412 5/8/2022 6:45 9.91 56.95
413 5/8/2022 7:00 10.08 56.84 413 5/8/2022 7:00 9.94 56.88
414 5/8/2022 7:15 10.01 56.77 414 5/8/2022 7:15 9.87 56.77
415 5/8/2022 7:30 10.02 56.7 415 5/8/2022 7:30 9.87 56.7
416 5/8/2022 7:45 10.02 56.62 416 5/8/2022 7:45 9.87 56.59
417 5/8/2022 8:00 10.02 56.55 417 5/8/2022 8:00 9.87 56.55
418 5/8/2022 8:15 9.99 56.48 418 5/8/2022 8:15 9.85 56.48
419 5/8/2022 8:30 10.06 56.44 419 5/8/2022 8:30 9.89 56.41
420 5/8/2022 8:45 10.04 56.41 420 5/8/2022 8:45 9.89 56.41
421 5/8/2022 9:00 10.08 56.41 421 5/8/2022 9:00 9.94 56.41
422 5/8/2022 9:15 10.07 56.41 422 5/8/2022 9:15 9.93 56.41
423 5/8/2022 9:30 10.05 56.44 423 5/8/2022 9:30 9.93 56.44

424 5/8/2022 9:45 10.11 56.52 424 5/8/2022 9:45 9.96 56.52



Plot Title: CON-BYRD-FawnRiver-1A  LGR S/N: 20113812 Plot Title: CON-BYRD-FawnRiver-2B  LGR S/N: 20906867, SEN S/N: 20906867

Coupler End Of DO conc, Coupler End Of
# Date Time, GMT-04:00 DO conc, mg/L Temp, °F  Attached Stopped File # Date Time, GMT-04:00 mg/L  Temp, °F Attached Stopped File

425 5/8/2022 10:00 10.12 56.59 425 5/8/2022 10:00 10 56.59
426 5/8/2022 10:15 10.15 56.7 426 5/8/2022 10:15 10 56.7
427 5/8/2022 10:30 10.19 56.8 427 5/8/2022 10:30 10.04 56.8
428 5/8/2022 10:45 10.21 56.95 428 5/8/2022 10:45 10.06 56.95
429 5/8/2022 11:00 10.23 57.09 429 5/8/2022 11:00 10.08 57.09
430 5/8/2022 11:15 10.26 57.27 430 5/8/2022 11:15 10.1 57.24
431 5/8/2022 11:30 10.29 57.42 431 5/8/2022 11:30 10.15 57.42
432 5/8/2022 11:45 103 57.63 432 5/8/2022 11:45 10.16 57.63
433 5/8/2022 12:00 10.32 57.81 433 5/8/2022 12:00 10.16 57.81
434 5/8/2022 12:15 10.34 57.96 434 5/8/2022 12:15 10.19 57.96
435 5/8/2022 12:30 10.34 58.14 435 5/8/2022 12:30 10.19 58.14
436 5/8/2022 12:45 10.36 58.32 436 5/8/2022 12:45 10.19 58.32
437 5/8/2022 13:00 10.39 58.53 437 5/8/2022 13:00 10.24 58.53
438 5/8/2022 13:15 10.41 58.82 438 5/8/2022 13:15 10.26 58.78
439 5/8/2022 13:30 10.44 59 439 5/8/2022 13:30 10.29 59

440 5/8/2022 13:45 10.44 59.22 440 5/8/2022 13:45 10.29 59.22
441 5/8/2022 14:00 10.45 59.36 441 5/8/2022 14:00 10.3 59.36
442 5/8/2022 14:15 10.45 59.5 442 5/8/2022 14:15 10.29 59.5
443 5/8/2022 14:30 10.44 59.65 443 5/8/2022 14:30 10.29 59.65
444 5/8/2022 14:45 10.45 59.79 444 5/8/2022 14:45 10.3 59.79
445 5/8/2022 15:00 10.43 59.86 445 5/8/2022 15:00 10.28 59.86
446 5/8/2022 15:15 10.41 60.01 446 5/8/2022 15:15 10.27 59.97
447 5/8/2022 15:30 10.41 60.08 447 5/8/2022 15:30 10.27 60.08
448 5/8/2022 15:45 10.44 60.15 448 5/8/2022 15:45 10.27 60.15
449 5/8/2022 16:00 10.41 60.22 449 5/8/2022 16:00 10.26 60.22
450 5/8/2022 16:15 10.42 60.3 450 5/8/2022 16:15 10.27 60.3
451 5/8/2022 16:30 10.44 60.37 451 5/8/2022 16:30 10.28 60.37
452 5/8/2022 16:45 10.45 60.44 452 5/8/2022 16:45 10.29 60.44
453 5/8/2022 17:00 10.45 60.48 453 5/8/2022 17:00 10.29 60.48
454 5/8/2022 17:15 10.42 60.51 454 5/8/2022 17:15 10.28 60.51
455 5/8/2022 17:30 10.43 60.55 455 5/8/2022 17:30 10.27 60.55
456 5/8/2022 17:45 10.37 60.55 456 5/8/2022 17:45 10.24 60.55
457 5/8/2022 18:00 10.42 60.58 457 5/8/2022 18:00 10.26 60.58
458 5/8/2022 18:15 10.4 60.62 458 5/8/2022 18:15 10.26 60.62
459 5/8/2022 18:30 10.42 60.66 459 5/8/2022 18:30 10.27 60.66
460 5/8/2022 18:45 10.41 60.66 460 5/8/2022 18:45 10.26 60.66
461 5/8/2022 19:00 10.4 60.66 461 5/8/2022 19:00 10.24 60.66
462 5/8/2022 19:15 10.38 60.66 462 5/8/2022 19:15 10.23 60.66
463 5/8/2022 19:30 10.38 60.62 463 5/8/2022 19:30 10.2 60.62
464 5/8/2022 19:45 10.34 60.66 464 5/8/2022 19:45 10.19 60.66
465 5/8/2022 20:00 10.34 60.66 465 5/8/2022 20:00 10.21 60.66
466 5/8/2022 20:15 10.34 60.62 466 5/8/2022 20:15 10.19 60.62
467 5/8/2022 20:30 10.37 60.58 467 5/8/2022 20:30 10.21 60.55
468 5/8/2022 20:45 10.36 60.55 468 5/8/2022 20:45 10.19 60.55
469 5/8/2022 21:00 10.37 60.51 469 5/8/2022 21:00 10.19 60.51
470 5/8/2022 21:15 10.32 60.51 470 5/8/2022 21:15 10.18 60.51
471 5/8/2022 21:30 10.32 60.44 471 5/8/2022 21:30 10.17 60.44
472 5/8/2022 21:45 10.33 60.4 472 5/8/2022 21:45 10.17 60.4
473 5/8/2022 22:00 10.28 60.37 473 5/8/2022 22:00 10.16 60.37
474 5/8/2022 22:15 10.32 60.3 474 5/8/2022 22:15 10.17 60.3
475 5/8/2022 22:30 10.31 60.26 475 5/8/2022 22:30 10.16 60.26
476 5/8/2022 22:45 10.29 60.19 476 5/8/2022 22:45 10.13 60.19
477 5/8/2022 23:00 10.27 60.12 477 5/8/2022 23:00 10.14 60.15
478 5/8/2022 23:15 10.28 60.08 478 5/8/2022 23:15 10.11 60.08
479 5/8/2022 23:30 10.27 60.01 479 5/8/2022 23:30 10.11 60.01
480 5/8/2022 23:45 10.26 59.97 480 5/8/2022 23:45 10.11 59.97
481 5/9/2022 0:00 10.28 59.9 481 5/9/2022 0:00 10.13 59.9
482 5/9/2022 0:15 10.28 59.83 482 5/9/2022 0:15 10.1 59.83
483 5/9/2022 0:30 10.25 59.76 483 5/9/2022 0:30 10.1 59.76
484 5/9/2022 0:45 10.26 59.72 484 5/9/2022 0:45 10.09 59.72
485 5/9/2022 1:00 10.22 59.65 485 5/9/2022 1:00 10.07 59.65
486 5/9/2022 1:15 10.21 59.58 486 5/9/2022 1:15 10.06 59.58
487 5/9/2022 1:30 10.2 59.54 487 5/9/2022 1:30 10.05 59.54
488 5/9/2022 1:45 10.18 59.43 488 5/9/2022 1:45 10.03 59.43
489 5/9/2022 2:00 10.14 59.36 489 5/9/2022 2:00 10 59.36
490 5/9/2022 2:15 10.14 59.32 490 5/9/2022 2:15 9.98 59.32
491 5/9/2022 2:30 10.08 59.22 491 5/9/2022 2:30 9.94 59.22
492 5/9/2022 2:45 10.09 59.11 492 5/9/2022 2:45 9.95 59.14
493 5/9/2022 3:00 10.08 59.04 493 5/9/2022 3:00 9.94 59.04
494 5/9/2022 3:15 10.12 58.96 494 5/9/2022 3:15 9.96 58.96
495 5/9/2022 3:30 10.07 58.86 495 5/9/2022 3:30 9.93 58.86
496 5/9/2022 3:45 10.07 58.78 496 5/9/2022 3:45 9.93 58.78
497 5/9/2022 4:00 10.03 58.68 497 5/9/2022 4:00 9.87 58.68
498 5/9/2022 4:15 9.99 58.6 498 5/9/2022 4:15 9.86 58.6
499 5/9/2022 4:30 9.96 58.5 499 5/9/2022 4:30 9.83 58.5
500 5/9/2022 4:45 10.04 58.42 500 5/9/2022 4:45 9.88 58.42
501 5/9/2022 5:00 9.96 58.35 501 5/9/2022 5:00 9.83 58.35
502 5/9/2022 5:15 9.95 58.24 502 5/9/2022 5: